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SECTION .0300 - PHYSICAL PLANT

10A NCAC 13F 0311 OTHER
REQUIREMENTS

(a) The huilding and all firé safety, slectrical,
mechanical, and plumbing equipmant in an adult
care harme shall be maintaned n & safa and
oparating candition.

(k) This Rula ghall apply o few and sxisting
facilities with the eaxarption of Paragraph (e)
which shall not apply to existing facilities,

This Rule is not mat as evidanced by

1. Based on obsarvation, many corfidor doors
afe prevented from olosing quickly and latehing or
ara not fitting propery to resist the passage of fira
and smoka. Cormdor daars that do not olose
completely and latch prasant the possibility that
fite that begins in one space can quickly apread
to thé carridor and the remainder of tha facility,
Findings atill inclide,

b. Corrdor door the the kitehen did not fit the
opening to be smoka resisting at the top.
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